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An Introductory Course  
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È The engine, and required maintenance 

È The generator, and required maintenance 

È Power distribution and required maintenance  

È Using check sheets and logs 

È Using your powers of observation  
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È EPSS     Emergency Power Supply System 

È Generator 

È Automatic transfer switch  

È AHJ     Authority Having Jurisdiction  

È Shall     Mandatory Requirement 

È Should     Advised, but not required  
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È NFPA    National Fire Protection Association  

È OSHA  Occupational Safety and Health 
Organization  

È EPD  Environmental Protection Division  

È JCAHO  Joint Commission on Accreditation of 
Health Care Organizations 

È NEC National Electric Code 

È AHJ  Authority Having Jurisdiction  
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È NFPA 110 covers construction, installation, 

maintenance and operational testing 

requirements for Emergency Power Supply 
Systems 



È The views and opinions expressed in this 
seminar are purely those of the author and 
shall not be considered the official position of 
NFPA and shall not be considered to be, nor be 
relied upon as, a Formal Interpretation. 
Readers are encouraged to refer to the entire 
text of all referenced documents at NFPA.org. 





È This defines the minimum amount of hours that 

the EPSS can operate at its rated load without 
being refueled. 



È This defines the maximum amount of 

seconds that the load terminals of the 

EPSS transfer switch can be without 
acceptable electrical power 



1    When failure of EPSS equipment could 

result in loss of human life or serious 

injuries 

 

2     When failure of the EPSS is less critical to 

human life and safety 



È Class 72, Type 10, Level 1 



È Interpreting Chapter 8  

 



È Reliability and facility infrastructure health are 
not guaranteed simply by investing in and 
installing new equipment. Unexpected failures 
can compromise even the most robust facility 
infrastructure if appropriate testing, 
maintenance and due diligence techniques are 
not employed  



È 8.1.1* The routine maintenance and 
operational testing program shall be based on 
all of the following:  

È 1) Manufacturerõs recommendations 

È 2) Instruction manuals  

È 3) Minimum requirements of this chapter  

È 4) The authority having jurisdiction  

 



 
8.2.1* At least 
two sets of 
instruction 
manuals for all 
major 
components of 
the EPSS shall be 
supplied 
...................... 


